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October 9, 2014 
 
 
 
Duluth City Hall Interior Renovations 
Phase 1: First Floor 
Bid Number: 14-0459  
Project Number: 14-02-TR 
  
Bids Close Tuesday, October 14, 2014, 2:00 p.m. 
 
 

NOTICE TO BIDDERS 
 

The following addendum shall be appended to and shall become a part of the plans and 
specifications for Duluth City Hall Interior Renovations, Phase 1: First Floor, Duluth, Minnesota. 
 
This addendum supersedes and supplants all previous reference to similar items. 
 
JOHN IVEY THOMAS ASSOCIATES INC. 
  
 

ADDENDUM #2 
 
General 
 
1. Asbestos/Hazardous Materials: Attached to this addendum for bidder’s information and 

reference only, is a copy of the report prepared by Twin Ports Testing,  “Asbestos and Lead 
Testing,” dated October 3, 2014. 

 
2. Section 08 14 00 – Wood Doors: Wood doors to be plain sliced white oak. Doors are not 

prefinished. 
 
3. Section 08 70 00 – Finish Hardware:  
 

a. Add Door 138A to Hardware Group 2. 
b. Add Door 13 to Hardware Group 2. 

 
4. Section 09 68 00 - Carpet:  
 2.1, Paragraph B. Carpet 2 to be: 
 Brand: Interface 
 Product: Shadow FX SDC “Cubic ESD”  
 Color: As selected by architect. 
 
5. Sheet A4 – Door Schedule: 
 

a. Door 13 to be Door Type C, Frame 1/1A with wood trim.  
b. Door 14 is an existing half-lite door and frame. This door to receive window film only. 

 
Mechanical/Electrical 
 
1. At all doors listed in Section 08 70 00 Hardware Groups as having “Credential Reader” 

(including Door 13 and 138A added in this addendum) provide ¾” empty conduit from hollow 
metal door frame to above accessible ceiling for door strike and/or sensors associated with 
new door. 
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2. Sheet E1.0: Revise Specification as shown clouded on attached plan.  
 
3. Sheet E3.1: Provide new cable tray location as shown clouded on attached plan, as 

referenced in Addendum 1.  
 
4. Sheet E3.1: Revise numbered note 4 as shown clouded on attached plan.  
 
5. Sheet E3.1: Add numbered note 22 as shown clouded on attached plan.  
 
6. Sheet E3.2: Provide new cable tray location as shown clouded on attached plan, as 

referenced in Addendum 1.  
 
7. Sheet E3.2: Revise numbered note 3 as shown clouded on attached plan.  
 
8. Sheet E3.2: Add numbered notes 21 and 22 as shown clouded on attached plan. 
 
 
 
 

END OF ADDENDUM 
 
 
Attachments: “Hazardous Material Report”” prepared by Twin Ports Testing and dated 10/3/14  
  Drawings E1.0, E3.1 and E3.2 
 




























































