Addendum 2
Solicitation 21-99282
Riverwest Drive Construction

This addendum serves to notify all bidders of the following changes to the solicitation documents:

Change the first paragraph of SP29.2 and SP30.2 to:

SP-29.2 CONSTRUCTION REQUIREMENTS
The casing pipe shall be welded steel pipe (new material) with a minimum yield of 35,000 psi. The wall thickness shall be a minimum of 0.312 inch. Casing pipe shall be coal tar epoxy coated. Coating shall be applied per manufacturers’ recommendations. A 25 lb anode shall be cad welded to the ends of each casing.

SP-30.2 CONSTRUCTION REQUIREMENTS
The casing pipe shall be welded steel pipe (new material) with a minimum yield of 35,000 psi. The wall thickness shall be a minimum of 0.312 inch. Casing pipe shall be coal tar epoxy coated. Coating shall be applied per manufacturers’ recommendations. A 25 lb anode shall be cad welded to the ends of each casing.

Please acknowledge receipt of this Addendum by checking the acknowledgment box within the www.bidexpress.com solicitation.

Posted: May 11, 2021