SEE PLANS

WATERFLOW SWITCH

PRESSURE GAGE WITH 1/4”
SOFT METAL SEAT GLOBE
VALVE AND ARRANGEMENTS

GAUGE AND VALVE.

FOR DRAINING PIPE BETWEEN

TO SPRINKLER SYSTEM

1" TEST VALVE

SIGHT GLASS

UNION WITH CORROSION—
RESISTANT ORIFICE GIVING

FLOW EQUIVALENT TO THE
SMALLEST SPRINKLER
ORIFICE IN THE SYSTEM.
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SECTIONAL DRAIN VALVE

4" STANDPIPE UP

2 1/2" FIRE DEPARTMENT
HOSE VALVE WITH
CHAIN AND CAP

~—2 1/2" x 1 1/2” REDUCER

CAPPED END
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INSPECTOR'S TEST CONNECTION DETAIL

SCALE: NONE
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SERVICE FROM STREET MAIN

() DOUBLE DETECTOR
CHECK VALVE ASSY.

() GATE VALVE
(®TAMPER SWITCH (TYP.)

()ECCENTRIC REDUCER 9/
(3) CONCENTRIC REDUCER

(®)NON—SLAM CHECK VALVE

() BY—PASS

() PRESSURE GAUGE (TYP.)

(® AR RELEASE VALVE

(9 VOID
(D voID

() INCOMING WATER |___

() TO SPRINKLER SYSTEMS
(3 TO FIRE PUMP TEST HEADER

(® FIRE PUMP (FP)
(1® JOCKEY PUMP (JP)
(®) CONCRETE HOUSEKEEPING PAD

(™) MAIN DRAIN VALVE SPILL OVER FLR. DR.

(® FIRE PUMP CONTROLLER (FPC)
(19) JOCKEY PUMP CONTROLLER (JPC)

(@) 1/2” BRASS PIPE & FITTINGS (SENSING LINE)
() GROUND—FACE UNION W/ ORIFICE
(@ 1/2" GLOBE VALVES—-TEE W/ PLUG

@) 4” TO FIRE DEPT.CONNECTION

-

ARM—OVER PIPING
BRANCH LINE

CEILING jrm\

PENDANT SPRINKLER HEAD
HEAD (SEE REFLECTED
CEILING PLAN FOR
APPROXIMATE LOCATION)

TYPICAL SPRINKLER
@ | FIRE PUMP / JOKEY PUMP / CONTROLLERS ARRANGEMENT /57 HEAD LOCATION
SCALE: NONE = N SCALE: NONE
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RISER ABOVE DRY PIPE VALVE
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(HIGH AND LOW)
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PRESSURE
SWITCH | PRESSURE GAUGE (WATER)
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TO SPECS.

N PIPE HANGER DETAIL

SCALE: NONE
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