
 SWGR DISTRIBUTION: MSG-1A W/TVSS
  SERVICE:  480/277V, 3PH, 4W + GND

BUS SIZE:  2000A LOAD:

MAIN DEVICE:  2000A  CONN. 1146.0  kVA

 DEM. 1146.0  kVA  

  DEM. 1379.1  Amps

FEEDER FEEDER LOAD (kVA) CB REMARKS

No: CONTROLLED CONN. DEM. AF AT

 1 SWITCHBOARD "SB-3" 1024.0 1024.0 2000 2000

 2 "ATS-1" (EM LTG) 23.0 23.0 800 150

 3 SPARE 800

 4 PNL "DP-ELEV" 99.0 99.0 800 200

 5 SPARE 800

 SWGR DISTRIBUTION: MSG-1B W/TVSS
  SERVICE:  480/277V, 3PH, 4W + GND

BUS SIZE:  2000A LOAD:

MAIN DEVICE:  2000A  CONN. 1221.0  kVA

 DEM. 1213.0  kVA  

  DEM. 1459.7  Amps

FEEDER FEEDER LOAD (kVA) CB REMARKS

No: CONTROLLED CONN. DEM. AF AT

 1 PNL "DP-1A" 373.0 365.0 1200 1200

 2 "ATS-4" (CRITICAL) 633.0 633.0 1200 1200

 3 "ATS-3" (CRITICAL) 134.0 134.0 800 350

 4 PNL "LDP-1A" 81.0 81.0 800 400

 5 SPARE 800

 SWBD DISTRIBUTION: GDP-1 W/TVSS
  SERVICE:  480/277V, 3PH, 4W + GND

BUS SIZE:  1600A LOAD: NOTES:

MAIN DEVICE:  1600A  CONN. 959.0  kVA SEE KEYED NOTE 1

 DEM. 959.0  kVA ON DWG E300

  DEM. 1154.0  Amps

FEEDER FEEDER LOAD (kVA) DEVICES (A) REMARKS

No: CONTROLLED CONN. DEM.

 1 FIRE PUMP "FP-1" 130.0 130.0 300 CB - NOTE 1

 2 "ATS-3" (CRITICAL) 134.0 134.0 400 350 SWITCH/FUSE

 3 SPARE 400 SWITCH

 4 "ATS-1" (EM LTG) 23.0 23.0 200 200 SWITCH/FUSE

 5 "ATS-4" (HOUSE CRTCL) 672.0 672.0 1200 1200 SWITCH/FUSE

 SWBD DISTRIBUTION: SB-3
  SERVICE:  480/277V, 3PH, 4W + GND

BUS SIZE:  2000A LOAD:

MAIN DEVICE:  2000A  CONN. 1024.0  kVA

 DEM. 1024.0  kVA  

  DEM. 1232.3  Amps

FEEDER FEEDER LOAD (kVA) DEVICES (A) REMARKS

No: CONTROLLED CONN. DEM. CB

 1 CHILLER "RM-1" 343.0 343.0 500

 2 CHILLER "RM-2" 343.0 343.0 500

3 SPARE 400

4 PNL "DP-3" 338.0 338.0 600

 PANEL DISTRIBUTION:DP-1A
  SERVICE:  480/277V, 3PH, 4W + GND

BUS SIZE:  1200A LOAD: NOTES

MAIN DEVICE: 1200A  CONN. 373.0  kVA 1-PROVIDE EMON 

 DEM. 365.0  kVA METER FOR CIRCUIT

  DEM. 439.2  Amps

FEEDER FEEDER LOAD (kVA) DEVICES (A) REMARKS

No: CONTROLLED CONN. DEM. CB

 1 PNL "PP-1B" 93.0 93.0 200

2 XMFR "T-1B" 189.0 181.0 350

3 PNL "PP-1A" 91.0 91.0 200

4 SPARE (FUT. PC AIR) 150

5 SPARE (FUT. PC AIR) 150

6 SPARE (FUT. PC AIR) 150

7 SPARE (FUT. LOAD SHED) 150

8 SPARE (FUT. LOAD SHED) 150

9 SPARE (FUT. LOAD SHED) 150

10 SPARE 100

 PANEL DISTRIBUTION:DP-3
  SERVICE:  480/277V, 3PH, 4W + GND

BUS SIZE:  600A LOAD:

MAIN DEVICE: 600A  CONN. 338.0  kVA

 DEM. 338.0  kVA  

  DEM. 406.7  Amps

FEEDER FEEDER LOAD (kVA) DEVICES (A) REMARKS

No: CONTROLLED CONN. DEM. CB

 1 PANEL "PP-3A" 151.0 151.0 400

 2 PANEL "PP-3B" 151.0 151.0 400

 3 XMFR "T-3" 36.0 36.0 125

 PANEL DISTRIBUTION:EDP-1A
  SERVICE:  480/277V, 3PH, 4W + GND

BUS SIZE:  1200A LOAD: FUSIBLE SWITCH PNL

MAIN DEVICE: 1200A  CONN. 672.0  kVA 1-CONFIRM OCP 

 DEM. 672.0  kVA SIZE W/MANUF.

  DEM. 808.7  Amps 2-PROVIDE EMON METER

FEEDER FEEDER LOAD (kVA) DEVICES (A) REMARKS

No: CONTROLLED CONN. DEM. SWITCH FUSE

 1 PNL "LP-APRON" 27.0 27.0 60 60

 2 PNL "EP-3" 60.0 60.0 200 150

 3 BAGGAGE SYS-INBND 166.0 166.0 300 300 NOTE 1

 4 BAGGAGE SYS-OUTBND 172.0 172.0 300 300 NOTE 1

 5 SPARE (FUT. BAG. SYS) 60

6 SUMP PUMP "SP-1" 23.0 23.0 60 60 NOTE 1

7 PASSENGER BRIDGE 33.0 33.0 60 60 NOTES 1,2

8 PASSENGER BRIDGE 33.0 33.0 60 60 NOTES 1,2

9 PASSENGER BRIDGE 33.0 33.0 60 60 NOTES 1,2

10 PASSENGER BRIDGE 33.0 33.0 60 60 NOTES 1,2

11 JOCKEY PUMP "JP-1" 12.0 12.0 30 20 NOTE 1

12 XMFR "ET-1D" 20.0 20.0 60 50

13 PNL "P-PL" (PRKING LOT) 60.0 60.0 100 100

 PANEL DISTRIBUTION:DP-ELEV
  SERVICE:  480/277V, 3PH, 4W + GND

BUS SIZE:  200A LOAD:

MAIN DEVICE: 200A  CONN. 99.0  kVA

 DEM. 99.0  kVA 1 - CONFIRM OCP 

  DEM. 119.1  Amps SIZE W/ELEV. MANUF.

FEEDER FEEDER LOAD (kVA) DEVICES (A) REMARKS

No: CONTROLLED CONN. DEM. CB

 1 ELEVATOR #112 28.0 28.0 60 NOTE 1

 2 ELEVATOR #124 28.0 28.0 60 NOTE 1

 3 ELEVATOR #105 28.0 28.0 60 NOTE 1

 4 XMFR "T-1C" 15.0 15.0 70


