A, 1

PANEL OARD:jE ERP-2A - PNL W/TVSS, 200% NEUTRAL & ISO GRD PANELh OARD:J ERP-2B - PNL W/TVSS, 200% NEUTRAL & ISO GRD PANELBOARD: EP-1
SERVICE:(208/120V, Sﬁ’H, 4W + GND SERVICEZ208/120V, 3PH, 4W + GND SERVICE: 208/120V, 3PH, 4W + GND &
BUS SIZE:} 200A q LOAD: NOTES: CIRCUIT BREAKER PANEL BUS SIZEz3 200A S LOAD: NOTES: CIRCUIT BREAKER PANEL BUS SIZE: 100A LOAD: NOTES: PLUG FUSE PANEL o
3
MAIN DE¥ICE: 200A 4’ CONN 12.2 kVA MAIN DE¥ICE: 200A )] CONN 17.2 kVA MAIN DEVICE: 100A | CONN 19.1 kVA IMPROVING YOUR WORLD
“cAcnrnanr~| DEM. 12.2 kVA “Aann~| DEM. 17.2 kVA DEM. 19.1 kVA
DEM. 33.8 Amps DEM. 47.8 Amps DEM. 52.9 Amps
CKT| TRIP/ CONNECTED LOAD (VA) TRIP/ |CKT CKT| TRIP/ CONNECTED LOAD (VA) TRIP/ |CKT CKT| TRIP/ CONNECTED LOAD (VA) TRIP/ |CKT Reynolds, Smith and Hills, Inc.
# | POLE| NOTES | CIRCUIT DESCRIPTION CIRCUIT DESCRIPTION POLE| # # | POLE| NOTES | CIRCUIT DESCRIPTION |PHASEA CIRCUIT DESCRIPTION POLE| # # | POLE CIRCUIT DESCRIPTION |PHASE A PHASE B PHASEC CIRCUIT DESCRIPTION POLE| #
1 | 201 REC-TSA FM200 SYS 201 | 2 1 | 201 REC-OFFICE 1,200 FM200 SYS 201 | 2 1 ELEC. FLSH VLV, FLR 1 2001 | 2 4525 Airport Approach Rd, Ste A
3 [ 201 REC-TSA REC-COMM. RM 201 | 4 3 | 201 REC-OFFICE 250 REC-COMM. RM 201 | 4 3 | 203 BOILER "B-1" ELEC. FLSH VLV, FLR 2 201 | 4 Duluth, Minnesota 55811
5 [ 201 REC-TSA REC-COMM. RM 2001 | 6 5 [ 201 SPARE | 0 [ 250 |REC-COMM.RM 2001 | 6 5 ELEC. FLSH VLV, FLR 3 2001 | 6 218-722-1227 Fax: 218-722-1052
7 | 2011 REC-TSA REC-COMM. RM 201 | 8 7 | 201 SPARE 250 REC-COMM. RM 201 | 8 7 BHS MCP PWR 2001 | 8
9 | 20/1 REC-TSA REC-COMM. RM 20/1 | 10 9 | 201 REC-PROC. BOOTH REC-COMM. RM 201 | 10 o | 192 ELEV. PITPUMP BHS MCP PWR 201 | 10 wew-rsandh.com
11 | 201 XRAY REC-COMM. RM 201 | 12 11 | 201 REC-PROC. BOOTH REC-COMM. RM 2001 | 12 T S ELEV. PIT PUMP BHS MCP PWR 201 | 12
13 | 20/1 XRAY REC-COMM. RM 20/1 | 14 13 | 20/1 REC-PROC. BOOTH 250 REC-COMM. RM 20/1 | 14 13 ’ BHS MCP PWR 20/1 | 14
15 | 20/1 REC-COUNTER REC-COMM. RM 201 | 16 15 | 20/1 REC-PROC. BOOTH REC-COMM. RM 201 | 16 15 SPARE >0l | 16 \7‘ .
17 | 2011 REC-COUNTER CCONN-BY o d o s 17 | 2011 REC COMP-OFFICE REC-COMM. RM 2001 | 18 7| 12 ELEV. PIT PUMP o4 | |sParE 201 |18 L
19 | 20/1 REC-ETD MACH. REC-UPS 302 20 1 19 | 20/1 SPARE SPARE 20/1 | 20 19 SPARE 2001 | 20 J‘ '
21 | 20/1 REC- BODY IMAGER 22 21 | 20/1 REC-COUNTER “ SPARE 20/1 | 22 21 | 20/3 BOILER "B-2" SPARE 2001 | 22
23 | 20/1 REC-CONF RM REC-CLGTWISTLK 20/1 | 24 23 | 20/1 REC-COUNTER 20/1 | 24 23 - SPARE 2w0/1 | 24 DULUTH AIRPORT
25 | 201 REC-OFFICE REC-CLG TWISTLK 20/1 | 26 25 | 20/1 REC-ROVER PAGING SYSTEM 30 |26 25 SPARE 201 | 26 AUTHORITY
27 | 20/1 SPARE REC-CLG DUPLEX 20/1 | 28 27 | 20/1 REC-ROVER 28 27 | 20/3 BOILER "B-3" SPARE 20/1 | 28
29 | 20/1 SPARE o0 | 500 ¢ RECCLGDUPLEX | | 201 |30 29 | 20/1 REC-ROVER PAGING SYSTEM 300 130 29 1200 | |SPARE 201 | 30
31 | 20/1 SPARE ARE T 203" 31 | 20/1 REC-ROVER 32 31 SPARE 201 | 32
33 | 20/1 SPARE SPARE 20/1 | 34 33 | 20/1 REC-ROVER 20/1 | 34 33 | 20/3 BOILER "B-4" SPARE 20/1 | 34
35 | 20/1 SPARE | 0 [ o [spAare 20/1 | 36 35 | 20/1 REC-ROVER 201 | 36 35 1200 | |SPARE 201 | 36 DULUTH
37 | 20/1 SPARE 38 37 | 20/1 REC-ROVER 38 37 | 20/1 SPARE SPARE 20/1 | 38 | NTERNAT| ONAL
39 | 20/1 SPARE TVSS 60/3 | 40 39 | 20/1 SPARE 60/3 | 40 39 | 20/1 SPARE SPARE 20/1 | 40 AI RPO RT
41 | 20/1 SPARE 42 41 | 20/1 SPARE 42 41 | 2001 SPARE SPARE 20/1 | 42
TOTAL CONNECTED LOADS: 1,750 3,200 1,950 2,250 1,250 1,750 TOTAL CONNECTED LOADS: TOTAL CONNECTED LOADS: 6,048 380 6,048 380 6,048 150 DULUTH! M N
NEW PASSENGER
TERMINAL
CONSULTANTS
Interior Architects:
1 SJA ARCHITECTS
D 11 E Superior Street Se 340, Duluth MN 55802
PANELBOARD: ERP-2D - PNL W/TVSS, 200% NEUTRAL & ISO GRD PANELBOARD? ERP-3A - PNL W/TVSS, 200% NEUTRAL & ISO GRD PANELBOARD: RP-3A TELL (018 7200078 | PAX: 218) 728717
SERVICE: 208/120V, 3PH, 4W + GND SERVICEZ208/120V, 3PH, 4W + GND SERVICE: 208/120V, 3PH, 4W + GND o
BUS SIZE: 100A LOAD: NOTES: CIRCUIT BREAKER PANEL BUS SIZE$ 200A 4 LOAD: NOTES: CIRCUIT BREAKER PANEL BUS SIZE: 225A LOAD: NOTES: CIRCUIT B REAKER PANIL Structural Engineers:
MAIN DEVICE: 100A_| CONN__ 7.2 kVA MAIN DEYICE: 200A )| CONN__11.5 kVA MAIN DEVICE: 150A | CONN| 193 KVA 1 - CONFIRM OCP SIZE WITH EQUIP, MANUFACTURER ., MBJ CONSULTING ENG.
DEM. 72 kKVA \ / DEM. 115 kVA DEM. 193 KVA a e. venue S?ut , Suite 390, ulut ) 5580
TEL: (218) 722-1056 / FAX: (218) 722-9306
DEM. 20.0 Amps DEM. 31.8 Amps DEM. 53.5 Amps
CKT| TRIP/ CONNECTED LOAD (VA) TRIP/ |CKT CKT| TRIP/ CONNECTED LOAD (VA) TRIP/ |CKT CKT| TRIP/ CONNECTED LOAD (VA) TRIP/ |CKT M/E/P/FP Engineers:
~AAAROUE S NOTES~CREHURDES CREIANSDNAPHA SE A PHASE B PHASE C CIRCUIT DESCRIPTION POLE| # # |POLE| NOTES | CIRCUIT DESCRIPTION CIRCUIT DESCRIPTION POLE | # # |PoLE| NOTES | CIRCUIT DESCRIPTION |PHASEA CIRCUIT DESCRIPTION POLE| = COSENTINI ASSOCIATES INC.
Lo REC.UPS 1,000 | 1200 FM200 SYS 201 | 2 1 | 201 REC-OPS CONF RM FM200 SYS 201 | 2 T 1151 UTEND SPARE TR 1 South Wacker Drive, 37th Floor, Chicago IL 60606
3 1,000 | 250 REC-COMP. RM 2001 | 4 3 | 201 REC-OPS CONF RM REC-COMM. RM 201 | 4 3 151 UH32" SPARE i a TEL: (312) 201-7408 / FAX: (312) 201-0031
5 | 2011 REC-CLG TWISTLK 500 250 |REC-COMP.RM 201 | 6 5 | 201 REC-OPS CONF RM .RM 201 | 6 s 151 "UHB 5" PROJECTOR o1 1 6 |
7 | 2011 REC-CLG TWISTLK 500 250 REC-COMP. RM 201 | 8 7 | 201 REC-BADGE RM .RM 201 | 8 T 151 U35 REC-CENERAL o1 s Baggage Handling Systems Consultants:
9 | 20/1 REC-CLG DUPLEX 500 250 REC-COMP. RM 201 [ 10 9 | 20/1 REC-OFFICE .RM 201 | 10 o [ 201 REC-MECHRM REC-GENERAL 01 10 BNP ASSOCIATES INC.
11 | 20/1 REC-CLG DUPLEX 500 250 |REC-COMP.RM 20/1 | 12 11 | 20/1 REC-RECEPT. -.RM 20/1 [ 12 11 | 201 REC-MECH/ELEC RM REC-RECEPT. 01 | 12 l101 East Ridge Office Park, Suite 103, Danbury CT 06810
Aol 0 250 REC-COMP. RM 201 | 14 13 | 20/1 REC-OPEN OFFICE .RM 201 | 14 51201 REC-GENERAL BT TEL: (203) 792-3000 / FAX: (203) 792-4900
15 | 20/1 SPARE 0 250 REC-COMP. RM 20/1 | 16 15 | 20/1 REC-OFFICES .RM 20/1 [ 16 15 | 201 WTRHTR "WH-1" 201 | 16 ' .
17 | 20/1 SPARE 0 250 |REC-COMP.RM 20/1 | 18 17 | 20/1 REC-OFFICES .RM 20/1 | 18 17 | 2071 WTR HTR "WH-2" REC-GENERAL EET Landscaping Consultants:
19 | 201 SPARE 0 0 SPARE 201 | 20 19 | 20/1 REC COMP-OFFICE 20/1 | 20 TR RECW ASHRMS o1 20 APPOLD DESIGN
21 | 20/1 SPARE 0 0 SPARE 20/1 | 22 21 | 20/1 REC COMP-OFFICE 20/1 | 22 21 | 201 REC.GENERAL 201 | 22 2432 East First Street, Duluth MN 55812
23 | 20/1 SPARE 0 0 SPARE 20/1 | 24 23 | 20/1 REC COMP-TRAINING 20/1 | 24 23 | 151 "CUH3.4" 201 | 24 TEL: (218) 591-5079
25 | 20/1 SPARE 0 0 SPARE 20/1 | 26 25 | 20/1 REC-OFFICE 20/1 | 26 25 | 151 "CUHS.L" 201 | 26
27 | 20/1 SPARE 0 0 SPARE 20/1 | 28 27 | 20/1 SPARE 20/1 | 28 27 | 151 "EF3.1" 20 1 28
31 | 20/1 SPARE 0 0 SPARE 201 | 32 31 | 20/1 SPARE 201 | 32 31 | 151 "EF-3 3" 151 | 32 I hereby certify that the engineerinhg plans,
33 | 2071 SPARE 0 0 SPARE 20/1 | 34 33 | 20/1 SPARE 201 | 34 33 | 20/1 1 W ASHRM-ELEC DRYER - 51 | 3a specifications or report was prepared by me
35 | 20/1 SPARE 0 0 |SPARE 20/1 | 36 35 [ 201 SPARE 20/1 | 36 35 | 20/1 1 W ASHRM-ELEC DRYER ELEC FCT/SP DISP, FLR 3 TRE or under my direct supervision and that | am
37 | 20/1 SPARE 0 0 38 37 | 20/1 SPARE 38 a duly licensed Professional Engineer under
39 | 20/1 SPARE 60/3 | 40 37 | 201 1 WASHRM-ELEC DRYER 1500 “ 2011 | 38 the laws of the State of Minnesota
39 | 2071 SPARE 0 0 TVSS 6073 | 40 39 | 201 I |WASHRM-ELEC DRYER 150 | 0 | 2011 | 40 '
41 | 2071 SPARE 0 0 42 41 | 20 SPARE 42 41 | 201 SPARE 201 | 42
TOTAL CONNECTED LOADS: 1,500 1,700 1,500 750 1,000 750 TOTAL CONNECTED LOADS: TOTAL CONNECTED LOADS: Print Name: Douglas C. Mass
Signature: ﬂﬂ
Date: 08/16/10 Reg. No.: 21067
REVISIONS
NO. DESCRIPTION DATE
A 1 ADDENDUM 1 6.11.10
PANELBOARD: RP-3B PANELBOARD: ERP-2C - PNL W/TVSS, 200% NEUTRAL & ISO GRD PANELBOARD: ERP-3B - PNL W/TVSS, 200% NEUTRAL & ISO GRD - ‘;‘E’::’TR“:’SICSEI;S 77;2;:’
SERVICE: 208/120V, 3PH, 4W + GND SERVICE: 208/120V, 3PH, 4W + GND SERVICE: 208/120V, 3PH, 4W + GND OLONG PERIT 8‘16’10
BUS SIZE: 225A LOAD: NOTES: CIRCUIT BREAKER PANEL BUS SIZE: 200A LOAD: NOTES: CIRCUIT BREAKER PANEL BUS SIZE: 200A LOAD: NOTES: CIRCUIT BREAKER PANEL pr——— P,
MAIN DEVICE: 150A | CONN 21.7 kVA 1 - PROVIDE GFCITYPE CB MAIN DEVICE: 200A | CONN, 18.0 kVA MAIN DEVICE: 200A | CONN 8.0 kVA 51D PACKAGE 22 12011
DEM. 217 kVA DEM.  18.0 kVA DEM. 8.0 kVA N P
DEM. 60.2 Amps DEM. 50.0 Amps DEM. 22.2. Amps
CKT| TRIP/ CONNECTED LOAD (VA) TRIP/ |CKT CKT| TRIP/ CONNECTED LOAD (VA) TRIP/ |[CKT CKT| TRIP/ CONNECTED LOAD (VA) TRIP/ |CKT
# |POLE| NOTES | CIRCUIT DESCRIPTION |PHASE A PHASEB PHASE C CIRCUIT DESCRIPTION POLE| # # |POLE| NOTES | CIRCUIT DESCRIPTION |PHASEA CIRCUIT DESCRIPTION POLE| # # |POLE| NOTES | CIRCUIT DESCRIPTION |PHASEA PHASEB PHASE C CIRCUIT DESCRIPTION POLE| #
1 | 201 REC-GENERAL 540 360 REC-OFFICES (GEN) 2001 | 2 1 | 201 REC-CLG TWISTLK 2 1 | 201 REC-CLG TWISTLK 2
3 | 201 REC-GENERAL 540 | 360 REC-TRAININGRM (GEN) 201 | 4 3 | 201 REC-CLG TWISTLK REC-UPS 302 17 3 | 20/1 REC-CLG TWISTLK REC-UPS 302 1 DATE ISSUED:  02-25-11
5 | 2001 REC-COUNTER 360 1200 |PROJECTOR 201 | 6 5 | 2001 REC-CLG TWISTLK REC-UPS 200 LS 5 | 201 REC-CLG TWISTLK REC.UPS 02 |6 REVIEWED BY: XXX
7 | 20/1 GARBA GE DISPOSAL 1200 | 540 REC-GENERAL 201 | 8 7 | 2011 REC-CLG TWISTLK 8 7 | 201 REC-CLG TWISTLK 8 DRAWN BY- K
9 | 201 MICROW A VE 1200 | 720 REC-GENERAL 201 | 10 9 | 201 REC-CLG TWISTLK REC.UPS 302 |10 9 | 2011 REC-CLG DUPLEX SPARE 201 | 10
11 | 20/1 REFRIGERATOR 1200 | 720 |REC-MECHRM 201 | 12 11 | 201 REC-CLG TWISTLK 12 11 | 201 REC-CLG DUPLEX | 500 | o |SPARE 201 | 12 DESIGNEDBY:  JK
13 | 201 SPARE 0 720 REC-MECH RM 201 | 14 13 | 201 REC-CLG TWISTLK REC.UPS 20 114 13 | 2011 REC-CLG DUPLEX SPARE 201 | 14 AEP PROJECT NUMBER
15 | 201 SPARE 0 0 SPARE 201 | 16 15 | 20/1 REC-CLG TWISTLK 16 15 | 20/1 REC-CLG DUPLEX SPARE 201 | 16
17 | 20/1 REC-GENERAL 720 | 540 |REC-BREAKRM 2001 | 18 17 | 20/1 REC-CLG TWISTLK REC.UPS 300 |18 17 | 20/1 SPARE 0 | o |sparg 2001 | 18 213-1882-091
19 | 20/1 REC-BREAK RM 360 540 REC-COUNTER 20/1 | 20 19 | 20/1 REC-CLGTWISTLK 20 19 | 201 SPARE SPARE 201 | 20 (©) 2010 REYNOLDS, SMITH AND HILLS INC.
21 | 2011 REC-COPY RM 360 1,200 GARBAGE DISPOSAL 201 | 22 21 | 2011 REC-CLG TWISTLK REC.UPS 300 |22 21 | 2011 SPARE SPARE 201 | 22
23 [ 2011 REC-COPY RM 180 | 1,200 |[MICROWAVE 201 | 24 23 [ 2011 REC-CLG TWISTLK 24 23 | 20/1 SPARE 0 | o |srare 20/1 | 24 SHEET TITLE
25 | 2011 REC-COPY RM 360 1,200 REFRIGERATOR 201 | 26 25 | 20/1 REC-CLG DUPLEX REC-CLG DUPLEX 2001 | 26 25 [ 20/1 SPARE SPARE 201 | 26
27 | 20/1 SPARE 0 696 'EE3R! (28] 27 | 201 REC-CLG DUPLEX REC-CLG DUPLEX 201 | 28 27 | 20/1 SPARE SPARE 20/1 | 28 PANEL SC HED U L ES
29 | 20/1 SPARE 0 672 30 | V1 29 | 20/1 REC-CLG DUPLEX | 0 | o0 |REC-CLGDUPLEX 201 | 30 29 | 20/1 SPARE 0 | o |sPARE 201 | 30
31| 151 "UH-3.6" 528 672 AC-3.1 (COMM. RM) 153 | 32 31 | 2011 REC-CLG DUPLEX SPARE 2001 | 32 31 | 20/1 SPARE SPARE 201 | 32
33| 151 "UH-3.7" 528 672 34 33 | 201 REC-CLG DUPLEX SPARE 2001 | 34 33 [ 20/1 SPARE SPARE 201 | 34
35 [ 151 "CUH-3.2" 528 0 JSPARY TSNS T3 35 [ 2011 REC-CLG DUPLEX [ 0 | o |SPAaRE 2011 | 36 35 [ 20/1 SPARE 0 | o |SPARE 201 | 36
37 | 151 "CUH-3.3" 528 0 SPARE 20/1 | 38 37 | 201 REC-CLG DUPLEX 38 37 { 20/1 SPARE 38
39 | 15/1 "UH-3.5" 528 0 SPARE 20/1 | 40 39 | 201 REC-CLG DUPLEX TVSS 60/3 | 40 39 { 20/1 SPARE TVSS 60/3 | 40
41 | 20/1 SPARE 0 0 |SPARE 20/1 | 42 41 | 20/1 REC-CLG DUPLEX 42 41 | 20/1 SPARE 42
TOTAL CONNECTED LOADS: 3516 | 4,032 | 3,156 | 3,648 | 2,988 | 4,332 TOTAL CONNECTED LOADS: 2,000 | 4,000 | 2,000 | 4,000 | 2,000 | 4,000 TOTAL CONNECTED LOADS: 1,500 | 2,000 | 1,500 | 1,000 | 1,000 | 1,000 SHEET NUMBER
BID PACKAGE 2A
ADDENDUM 2

Oreuing: $\S320.00 Duhdh Abporf\3.0 GADDA(S.D) Becirioaf\Dwge\SO20_E08.dug Plotied on: 2/358/2011 1004 AM Plotied bye Kusther, Jonniler



