
 
 
 

Addendum 4 
Solicitation 24-99397 

Lakewood Water Treatment Plant Power Improvements - Construction 
 
This addendum serves to notify all bidders of the following changes to the solicitation 
documents: 
 

• Please see the attached documents 
 
Please acknowledge receipt of this Addendum by checking the acknowledgement box 
within the www.bidexpress.com solicitation. 

 
Posted:  April 22, 2024 

 

http://www.bidexpress.com/
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CERTIFICATION 
 
I hereby certify that this document was prepared by me or under my direct supervision and that I am a duly Licensed 
Professional Engineer under the laws of the State of Minnesota. 

Print Name: Scott Chilson      
 
Signature:         
 
Date:   4/22/24  License #: 44287   

 
NOTICE 
 
This Addendum is issued to modify, explain or correct the original drawings, specifications and/or previous addendums and 
is hereby made a part of the Contract Documents.  Please attach this Addendum to the specifications in your possession 
and note receipt of this Addendum on page 00 41 00-2 of the bid.  The bid date remains unchanged. 
 
ENGINEERING TECHNICAL SPECIFICATIONS 
 
DIVISION 32 – EXTERIOR IMPROVEMENTS 
 
SECTION 32 31 13 Chain Link Fences and Gates 
 Page 32 31 13-2, 2.03 Accessories 

OMIT:  “C. Contractor shall also supply fencing accessories such as vision and barbed wire top as necessary to 
prevent un-authorization site entry.” 

 
DRAWINGS 
 
SHEET 999-C507 – SITE FENCE DETAILS 
 MODIFY BRACE POST ASSEMBLY Detail to have a 96” or 8’ tall fence. 

DELETE All references Barbed Wire, barbed Wire supporting arms, etc.  Barbed Wire is not required at this 
site.  

 
END OF ADDENDUM 


